Worrall Community Center Gym Lighting ADDENDUM # 1
Bid #2015-29 Page 1 of 1
City of Perry

ADDENDUM #1
Date of Addendum: April 16, 2015

NOTICE TO ALL BIDDERS AND PLANHOLDERS

The Contract Documents for the above-referenced Project are modified as set forth in
this Addendum. The original Contract Documents and any previously issued addenda
remain in full force and effect, except as modified by this Addendum, which is hereby
made part of the Contract Documents. Bidder shall take this Addendum into
consideration when preparing and submitting a bid, and shall acknowledge receipt of
this Addendum in the space provided on the Bid Form.

ATTACHMENT #1

Remove Attachment #1 and replace with Attachment #1 Revised of drawings with four
rows of five (5) lights

END OF ADDENDUM




ATTACHMENT #1 REVISED
Lumen Method Summary

Project

Title
Description
Number
Company
Designer

Room

Length [X]
Width [Y]
Height [Z]

RCR

Ceiling
Walls
Floor

Workplane Height

Luminaire
Mounting Height

Catalog Number
Manufacturer
IES File Name

Lamp Description
Number of Lamps
Lamp Lumens

Light Loss Factor

Coefiicient of Utilization

Output
IHuminance

Number of Luminaires

Number of Colurmns [ X ]

Number of Rows

Colurmn Spacing
Row Spacing

Column Start
Row Start

Power Density

[Y]

[X]
[Y]

[X]
(Y]

100
60
22

=

2.93

80 %
50 %
20 %

22 ft

IBH 18L
Lithonia Lighting
IBH_18L.les

LED

1
19385.67
1

0.82

53 fc
20

20.00
15.00

10.00
7.50

A7 =22

0.66 WIft*

Mounting
Height

7.50

Y
10.00 20.00

Note: Calculations are based on procedures established by the llluminating Engineering Society of North America, or standard industry practice.
Visual computes output performance based on input data as provided by, and which is the scle responsibility of, the user.
Acuity Brands Lighting, Inc. cannot be held responsible for the variations in actua! situations which can effect calculated output.

Visual
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Interior Tool Print Page 1 of 1
ATTACHMENT #1 REVISED

Visual - interior Tool SAcuityBrands

Design information Thursday, June 12, 2014
Project Name pcitygym zz:"' ':2"": .
Project Description Youerh:nea

Your Email triostergsa@gmail.com

Caicuiation Results
Kkiuminance 53 fc
Power Density0.66 W/ft2
Quantity 20

Spacing Results
Spacing 20x 15 ft
Arrangement Sx 4
Offset X 9.25 ft
Offset Y 5.5 ft

Room Summary
Length 100 ft [] H I] [I []
Width 60 ft
Height 22 ft
Workplane 0 ft

Reflectances D E [| B l]

Ceiling B0 %
Walls 50 %
Floar 20 %

Lithonia Lighting [A] - IBH 18L

Light Loss Factor 1 Lamp Lumens 19386 Wattage 198 Watts
g Suspension Length 0 ft Lamp Quantity 1 cu 0.82

These lighting calculation results are for general informational purposes only and are provided without warranty as to accuracy, completeness, relfability or
otherwise. Results are based on user provided data and data provided from publicly avaflable sources; actual field conditions may affect calculated output, Visit
www.Visual-30.com ,

http://www.visual-3d.com/tools/interior/Print.aspx?Sessionl D=5404335 6/12/2014





